
Appendix D 
 

CMP 10 Worst Performing Circuits – CAIDI 

“Italicized circuit” appears in 2 of 3 years. 

 

2001 2002 2003 

Circuit  Service     CAIDI  # of Cust. 
             Area 

Circuit  Service      CAIDI # of Cust. 
             Area 

Circuit  Service     CAIDI # of Cust. 
              Area 

602D1  Alfred        13.34           573 252D2  Brunswick   25.80      1,748 634D2  Alfred          9.30       2,631 

673D1  Alfred        11.28          576 245D2  Brunswick   21.89         999 671D1  Alfred          9.03       1,651 

415D1  Bridgton    11.10           765 223D1  Brunswick   21.54         908 673D1  Alfred         7.42         576 

685D2  Alfred       10.90         1,802 257D1  Brunswick   16.30      1,048 415D3  Bridgton     7.29          448 

663D1  Alfred         8.49         1,987 621D1  Alfred          15.07      2,604 657D3  Alfred          6.27      1,799 

681D1  Alfred         7.96         2,135 219D2  Brunswick   12.17      1,558 812D2  Fairfield       6.15        731 

685D1  Alfred         7.85         2,599 209D2  Brunswick   10.67      2,481 667D2  Alfred           5.78     2,903 

209D3  Brunswick  6.89         1,351 241D1*  Brunswick  10.52        924 612D2  Alfred           5.40     3,383 

801D1  Skowheg.  6.82             321 210D1  Brunswick    10.44     3,799 213D4  Brunswick    4.50        834 

640D2  Alfred        6.50          2,472 238D1  Brunswick    10.28     1,660 850D1  Rockland      4.38         50 


